













































































































































































































































































EXHIBIT A - WORK TO BE PERFORMED

MACHINE DATA SCHEDUEED MAINTENANCE PER YEAR PRICE PER VISIT
Make: John Deere A. | FULLPM 1 $758.00
Modei: 6068HF285 B. [ SYSTEM CHECK 1 $107.80
Serial No.: [L050507 C.
Ref. No
Owner: Town of Secaucus — OEM 325 Centra Avenue
A. 8. C.
1. X Change lubricating oil
2. X Change lube oil filters
3. X Change fuel ofl filters
4, X X Inspect air filter
5. X Change air filter, if required
6. X Adjust valves, as required by manufacturer.
7. X X Check coofant leve! and degree of protection and PH
8. Drain and flush cooling system and refili with 50% antifreeze solution
g, - X X Inspect and adjust engine belts
10. X X Check flax connections and mountings
11, X X Check operation of jacket water heater
12, X Change jacket water heater hoses, as required
13, X X Check battery level and maintain
i4. X X Check operation of battery charging equipment
15, X X Lubricate necessary fittings
16. X Inspect goverhor linkage, ol level and control
17. X Inspect electronic governor connections
i8. X X Repair minor coolant, lube and fuel lzaks
19. X X Inspect day tank and pump controf
20. Inspect spark plugs, magneto and coils; replace plugs as required
21, X X Drain condensaie from day tank, if accessible
22, X Check operation of remote fans, pumps and louvers
23, X {nspect generator; clean, if necessary
24, X X Check auto start/stop mode
25, X X Check safety shutdown
24, X X Test fault lamps and replace bad buths
27. X X Operate electric set and check or reset for correct voltage and frequency
28R, Inspect and clean automatic transfer switch {ATS) without removing power from ATS and
without transferring sources
25, X Load test machine through operation of transfer switch and using building load. {*This will
be done only with permission of the engineer on duty.)
30. X Load test machine with onsite load bank {if available).
31, Load test machine with foad bank{s} supplied by ENER-G Rudox
32, X X Dispose of all used material in accordance with applicable regulations
33. X Sample used {ube oil and spectrographically analyze for wear particles and contamination
34. X X inspect fuel supply lines B
35, X X Clean up work area and wipe down eguipment R
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EXHIBIT A - WORK TO BE PERFORMED

MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT
Make: lohn Deere A. I FULLPM 1 $609.00
Model: A40Z4HF285 B. | SYSTEM CHECK 1 $92.00
Serial No.:- PEAC450119304 C.
Ref. No
Owner: Town of Secaucus — OEM 1377 Patterson Plank Road
A, B, C.
1. X Change lubricating oil
2. X Change lube ol filters
3. X Change fuel ol filters
a, X X Inspect air fiiter
5. X Change air filter, if required
6. X Adjust valves, as required by manufacturer,
7. X X Check coolant level and degree of protection and PH
8. Drain and flush cooling system and refill with 50% antifreeze solution
9. X X tnspect and adiust engine belts
16 X X Check fiex connections and mountings
11, X X Check operation of jacket water heater
12. X Change jacket water heater hoses, as required
13. X X Check battery level and maintain
14. X X Check operation of battery charging eguipment
15, p X tubricate necessary fittings
16. X Inspect governor linkage, ol level and control
17. X tnspect electronic governor connections
13. X X Repair minor ceolant, lube and fue! leaks
19. X X Inspect day tank and pump control
2D, inspect spark plugs, magneto and coils; replace plugs as required
21. X X Drain condensate from day tank, if accessible
22 X Check nperation of remote fans, pumps and louvers
23. X tnspect generatoy; clean, if necessary .
24. X X Check auto start/stop mode
25, X X Check safety shutdown
26. X X Test fault lamps and replace bad butbs
27. X X Operate electric set and check or reset for correct voltage and frequency
28. inspect and clean automatic transfer switch [ATS) without remaoving power from ATS and
without transferring sources
29. ¥ Load test machine through operation of transfer switch and using buliding load. (*This wiil
be done only with permission of the engineer on duty.}
30, X lL.oad test machine with onsite load hank {if available}.
31. Load test mnachine with load bank(s) supplied by ENER-G Rudox
32. X X Dispose of all used material in accordance with applicable regulations
33. X Sample used lube oil and spectrographicaily anslyze for wear particles and contamination
34, X X tnspect fuel supply lines
35. X X Clean up work area and wipe down equipment
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EXHIBIT A ~ WORK TO BE PERFORMED

MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PFRICE PER VISIT
Make: John Deere A, { FULLPM 1 $605.00
Modei: A4045HF285 B_ | SYSTEM CHECK 1 $92.00
Serial No.: | PE40451230840 C.
Ref. No
Dwner: Town of Secaucus — OEM 1377 Patterson Plank Road
Al 8. C.
1. X Change tubricating oil
2, X Change lube oil filters
ES X Change fuel ol filters
4, X X Inspect air filter
5. X Change air filter, if required
6. X Adiust valves, as required by manufacturer,
7. X X Check coolant leve! and degree of protection and PH
8. Drain and flush cooling system and refill with 50% antifreeze solution
9, X X inspect and adiust engine belts
10. X X Check flex connections and mountings
11. X X Check operation of jacket water heater
12, 4 Change jacket water heater hoses, as required
13. X X Check battery level and maintain
14, X X Check operation of battery charging eguipment
15. X X Lubricate necessary fittings
16. X inspect governor linkage, oll level and control
i7. X Inspect electronic governor connections
13. X X Repair minor coolant, lube and fuel leaks
i5. X X Inspect day tank and pump control
20. inspect spark plugs, magneto and coils; replace plugs as required
21 X X brain condensate from day tank, if accessible
22, X Check pperation of remote fans, pumps and louvers
23. X inspect genarator; clean, if necessary
24, X X Check auto start/stop mods
25. X X Check safety shutdown
28. X X Test fault lamps and replace bad bulbs
27. X X Operate electric set and check or reset for cotrect voltage and frequency
23, inspect and clean automatic transfer switch (ATS} without removing power from ATS and
without transferring sources
25. X Load test machine through operation of transfer switch and using building load. {*This will
be done only with permission of the engineer on duty.)
30, X Load test machine with ensite load bank (if available).
31. 1.oad test machine with load bank{s} supplied by ENER-G Rudox
32. X X Dispose of all used material in aceordance with applicable regulations
33. X Saraple used lube oil and spectrographically analyze for wear particles and contamination
34. X X inspect fuel supply lines
35. X X Clean up work area and wipe down equipment
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EXHIBIT A ~ WORK TO BE PERFORMED

MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT
WMake: Cummins A | FULLPM 1 $1,552.00
Model: QSK23 B. | 5YSTEM CHECK 1 5163.00
Serial No.: | 00313326 C.
Ref. No
Ownet: Town of Secaucus — Golden Avenue Pump Station
A. B. C.
1. X Change lubricating o
2. X Change lube oil filters ]
3. X Change fusl cil filters
q. X X inspect air filter
5. X Change air filter, if required
6. X Adjust valves, as required by manufacturer.
7. X X Check coolant ievel and degree of protection and PH
8. Drain and flush coeling system and refill with 50% antifreeze solution
9, X X Inspect and adjust engine beits
16. X X Check flex connections and mountings
i1, X X Check operation of jacket water heater
i2. X Change jacket watier heater hoses, as required
13, X X Check battery fevel and maintain
13, X X Check aperation of battery charging equipment
15. X X Lubricate necessary fittings
16. X inspect governor linkage, oil level and contral
17. X Inspect electronic governor connections
18. % X Repair minor coalant, lube and fuel leaks
19, X X Inspect day tank and pump controt
20. inspect spark plugs, magneto and coils; replace plugs as reguired
21, X X Drain condensate from day tank, if accessible
22. X Check operation of remote fans, pumps and louvers
23. X Inspect generator; clean, if necessary
24. X X Check auto start/stop mode
25. X X Check safety shuidown
26. X X Test fault famps and replace bad buths
27. X X Operate electric set and check or reset for correct voltage and frequency
28, inspect and clean automatic transfer switch {ATS) without removing power from ATS and
without transferring sources
29, X Load test machine through operation of transfer switch and using building Icad. (¥This will
be done only with permission of the engineer on duty.}
30. X Load test machine with onsite load bank {if available)}. -
31 Load test machine with load bank(s} supplied by ENER-G Rudox
32. X X Dspose of all used material in accordance with applicable regulations
33. X Sampie used lube oil and spectrographically analyze for wear particles and contamination
34. X X Inspect fuel supply lines
35. X X Clean up work area and wipe down equipment
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EXHIBIT A — WORK TO BE PERFORMED (NATURAL GAS)

MACHINE DATA  SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT
Make: GM Vortec A. | FULLPM 1 $481.00
wviedel: 4.3 B. | SYSTEM CHECK 1 $30.00
Serial Ne.: 33001045 C.
Ref. No
Owner: Town of Secaucus ~ WHEL Firehouse - 2725 County Ave
A B, C. '
1 X X Check cylinder terperatures at avallable load.
2 X X Inspect air cleaner indicator.
3 X X Check coolant level systems,
4 X X Check battery level and maintain.
5 X X Check aperation of battery charging equipment.
6 X X inspect Altronic display for alarms and check spark energy level
7 Check engine oil level add as needed,
3 X Check overall appearance for any unusual: Noise, Vibration, Loose Bolts or Nuts, and
Cootant, Oil Leaks, and Gas Leaks
g X Cherk crankcase pressure gauge and adjust valve accordingly, if needed.
10 X Check for the presence of any alarms on the computer and on GENCON.
i1 X Check that all display data readings are in thelr normal ranges.
12 X Change lubricating ofl As required
i3 X Change lube oil filkers and bypass oll filter,
i3 X Analyze oil reports for wear particles and contamination.
15 X X inspect gas train pressure gauges for proper supply pressures.
16 X Change air filter as needed.
17 X Check intercooler drain for coolant leaks,
i8 X X Check and adjust pre-chamber valve lash; record changes. As required
19 X Check degree of protection and PH.
20 X Check exhaust flex connections for leaks or loose fittings.
21 X Check operation of jacket water heater,
22 X Lubricate necessary fittings.
23 X Inspect governor Hnkage operation.
24 X Inspect electranic governeor connections, actuator, and coupling.
25 X Repair minor coolant, fube oil, and gas leaks, engine refated.
96 % Check spark plug ignition wires, mag pickup wires, and hall effect pickup wires. inspect the
spark plugs.
27 X Check operation of remote fans, louvers, and radiators,
23 X Inspect generator and AVR.
28 Inspect generator bearing and stator RTD readings.
30 X Check auta start/stop controls,
31 )4 Check safety shutdowns,
a2 X Dispose of alf used material in accordance with applicable regulations.
33 X t Check the starting motors.
34 X Visually inspect the pre-chamber holders. As required
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EXHIBIT A {CONTINUED) — WORK TO BE PERFORMED {NATURAL GAS)
- e T e —— |
35 X Check air/fuel ratio contreller for proper operation. L
36 X Check Delta P controller forgm—wpwgf ocperation. |
37 X Inspection of gas regulator and sclenoid valve,
38 X Inspect radiator cleanliness and proper operation.
39 X Inspect radiator belts, grease fittings, if needed.
41 X X Operate generator set and verify correct voltage and frequency.
Load test machine through operation of transfer switch and using building load. (*This wil
41 X : = , -
be done only with permission of the engineer on duty.}
42 Load test machine wifﬁg_r}site load bank
a3 X Check for proper operation of computer hardware and software.
44 X Review sarvice log for completeness and any follow-up required.
45 | X X Clean up work area and wipe down eguipment
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EXHIBIT A—-WORK TO BE PERFORMED

MACHINE DATA

SCHEDULED MAINTENANCE PER YEAR

PRICE PER VISIT

Make: Kubota A. | FULLPM $500.00

Model: V2203-BG-ES B. | SYSTEM CHECK $90.00

Serial No.: | 05G1205

Ref, No

Owner: Towr of Sacaucus — Secaucus Road Gate 11 Secaucus rd

A. B. C.

i X Change lubricating ol

2 X Changs tube oil filters

3 X Change fuel oil filters

| X X inspect air filter

5 X Change air filter, if required

6. X Adjust valves, as required by manufacturer,

7. b4 X Check coolant level and degree of protection and PH

8. Drain and flush cooling system and refill with 50% antifreeze solutton

9, X X Inspect and adjust engine helts

10. X X Check flex connections and mountings

11. X X Check operation of jacket water heater

12. X Change jacket water heater hoses, as required

13. X X Check battery level and maintain

14. X X Check operation of battery charging equipment

15, X X Lubricate necessary fittings

16. X inspect governor linkage, oil level and control

i7. X inspect electronic governer connections

13, X X Repair minor coolant, lube and fuei leaks

19, X X inspect day tank and pump contrel

20. inspect spark plugs, magneto and colls; replace plugs as required

21. X X Drain condensate from day tank, if accessible

22, X Check operation of remote fans, pumps and louvers

23, X Inspect generator; cean, if necessary

24, X X Check auto start/stop mode B

235, X X Check safety shutdown

28. X X Test fault larps and replace had bulbs

27. X X Operate electric set and check or reset for correct voltage and frequancy

28. Inspect and clean automatic transfer switch {ATS) without removing power from ATS and
withaut transferring sources

29, X L.oad test machine through operation of transfer switch and using building lead. {*This wilt
be done only with permission of the engineer on duty.}

30. X Load test machine with onsite load bank {if available}.

31, Load test machine with load bank{s) supplied by EMER-G Rudox

32, X X Dispose of all used material in accordance with applicable regulations

33. X ' Sample used lube oil and spectropraphically analyze for wear particies and contamination

34, X X Inspect fuel supply lines

3s. X X Clean up work area and wipe down equipment
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EXHIBIT A -~ WORK TO BE PERFORMED

MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT
Make: GQENERAC A, | FULL PM 1 $300.00
Model: 30KW B. | SYSTEM CHECK 1 5180.00
Serial No.: | 3001489637
Ref. No ]
Owiner: Town of Secaiscus ~ ENGINE # 3 146 CENTRE AVE
A B. C. -
1. X Change lubricating o#f
2. X Change lube cil filters
3. X Change fuel oil filters
4, X X inspect air fitter
R X Changs a¥r filter, if reguired
[ X Adjust valves, as required by manufacturer,
7. X X Check coolant level and degree of protection and PH
8. Drain and flush cooling system and refill with 50% antifreeze solufion
9. X X inspect and adjust engine belts
10, X X Check flex connections and mounzings
1l. X X Check operation of jacket water heater
12, X Change jacket water heater hoses, as required
13. X X Check battery level and maintain
14, X X Check operation of battery charzging equipment
15. X X Lubricate necessary fittings
i6. 4 inspect governor linkage, oil levet and control
i7. X Inspect electronic governor connections
18. X X Repair minor conlant, fube and fuel leaks
19, X X inspect day tank and pumg control
20. inspect spark plugs, magneto and coils; replace plugs as required
21, X X Drain condensate from day tank, if accessible
22. X Check operation of remote fans, pumps and fouvers
23. X Inspect generator; clean, if necessary
24, X % Check auto start/stop mode
25. X X Checl safety shutdown
26. X X Test fault lamps and replace bad bulbs
27. X X Operste electyic set and check or reset for correct voltage and frequency
28. Inspect and clean automatic transfer switch (ATS) without remaving power from ATS and
without transferring sources
28, X Load test machine through operation of transfer switch and using building load. {¥This wiil
be done only with permission of the engineer on duty.)
30. X Load test machine with onsite load bank {if available).
31. Load test machine with load bank{s) supplied by ENER-G Rudox
32, X X Dispose of all used material in accordance with applicable regulations
33. X Sample used tube il and spectrographically analyze for wear particies and contamination
34, X X Inspect fuel supply lines
35. X X Clean up work area and wipe down eguipment
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EXHIBIT A -~ WORK TO BE PERFORMED {NATURAL GAS]}

MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT
hake: MITSUBISHI A. | FULL PM 1 $865.00
Modal: 6D22C B. ; SYSTEM CHECK 1 $163.00
Serial No.: | 99381154 c.

Ref. No
Owner: Town of Secaucus tibrary- 1379 Patterson Plank Read
A B. €.

1 X X Check cvlinder temperatures at available joad.

rd X X inspect air cleaner indicator.

3 X X Check coolant level systems.

q X X Check battery level and maintain.

5 X X Check operation of battery charging equipment.

6 | X X Inspect Altronic display for alarms and check spark energy level

7 Check engine off level add as needed.

3 X Check overal| appearance for any unusual: Noise, Yibration, Loose Bolts or Nuts, and

Coolant, Oil Leaks, and Gas teaks

9 X Check crankcase pressure gauge and adjust valve accordingly, if neaded,
1D X Check for the presence of any alarms on the computer and on GENCON.
11 X Check that all dispiay data readings are in théir normal ranges. '
12 X Change lubricating o As required

i3 X Change lube oif fitters and bypass oll filter.

14 X Analyze oil reperts for wear particles and contamination.

15 X X inspect gas traln pressure gauges for proper supply pressures.

16 X Chznge air filter as needed.

17 X Check intercooler drain for coolant leaks.

18 X X Check and adiust pre-chamber valve lash; record changes, As required
19 X Check degree of protection and PH,

20 X Check exhaust flex connections for leaks or loose fittings.

21 X Check operation of jacket water heater.

22 X Lubricate necessary fittings,

23 X inspect governor linkage operation.

24 X Iinspect electronic governor connections, actuater, and coupling.

25 X Repalr minor coolant, lube oil, and gas leaks, engine related.

16 X Check spark plug Ignition wires, mag pickup wires, and hall effect pickup wires. Inspect the

spark plugs.

27 X Check operation of remote fans, louvers, and radistors.

28 X Inspact generator and AVR.

29 Inspect generator bearing and staior RTD readings.

30 X Check auto stari/stop contrals,

31 X Check safaty shutdowns,
32 X Dispose of all used material in accordance with applicable regulations.
33 X Check the starting motors.
34 X Visually inspect the pre-chamber holders. As required
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EXHIBIT A {CONTINUED} - WORK TO BE PERFORMED {NATURAL GAS)

A. B.
35 X Check air/fuel ratio controller for proper operation.
36 X Check Delta P controller for proper operation.
37 X Inspectien of gas regutator and solenoid valve,
38 | X inspect radiator cleandiness and proper operation.
38 | X Inspect radiator belts, grease fittings, if needed.
40 X X Operate generator set and verify correct voltage and fregueney.
a1 % l.oad test machine through operation of transfer switch and using building load. (¥This will
be done only with permission of the engineer on duty.)
42 Load test machine with onsite load bank
43 X Check far proper operation of computer hardware and software.
44 * Review sertvice log for completeness and any follow-up requirad.
45 X X Clean up work area and wipe down equipment

EXHIBIT B — BiLLING PRCCEDURE

Preventative maintenance shall be prepaid to ENER-G Rudox by OWNER en the commencement date of this
agreement annually in accordance with the rates enclosed herein. .

Additional work will be bilied on a time and material basis using standard labor and parts prices in effect at the
time the service is performed.

Labor rate at the time of this proposal will be $125.00 per hour and mileage rate will be $2.50 per mile.
Any work performed other than that listed on Exhibit A will be billed on the following schedule.

1. Parts and supplies — standard parts prices at the time service is performed plus speciai handling and air
freight, if required.

2. Labortime is portal to portal and based on:

- Standard rate between 7:00 AM and 4:00 PM weekdays {normal work days}
- Sundays — double the standard rate

- Holidays —two and a half times the standard rate

- All other time is one and a half times the standard rate
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For serviceman called to the job at times other than normal hours there is a minimum charge of four

{4) hours. f callis between 7:00 AM and 12:00 PM on Saturday when ENER-G Rudox is open there will
be no minimum charge.

Mileage to and from jobsite and tolls.
Extra parts required at 10% discournt.
Extra service labor required at 10% discount.

Generator rental required at 10% discount.
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HWW,RIGerngroup.com

Modern Group Power Systems
2501 Durham Rd

Bristal, PA 19007

Phone: B00-404-7281

Fax: 866-208-7154

Town of Secaucus

1283 Paterson Piank Road

Secaucus, NJ 07094

Attn: Generator PM Agreement - Randy Morris

Date: January 10, 2020
Type: New PM Agreement
Branch: 428
Cust. #

Next PM Due:

Caverage Period: 201120 - 1/31121

Aftermarket Sales Rep: Michae! Camache (201) 390-6623

This pianned maintenance agreement is between:

‘Town of Secaucus
and MODERN GROUP POWER SYSTEMS for the equipment listed below at the lecation(s) that follow(s):

Billing Address:
1203 Paterson Plank Road

Address 1

Addrmasd:

Secaucus, NJ 37004
City, Stete, Tip:

Attn: Generator PM Agreement - Randy Morris
A

Riliing Contzct Info:
Name: Randy Morris
Phone #
Cell: 201-401-1942
Email: rmorrisf@secaugus.net

Equipment Specs :
Unit 1 Kato 125KW / Serial # 76492 - Town Hzll

Equipment Location:
Sews Below "Equipment Specs”

Address 1:

Adiress

Clity, State, Zin:

Al

On-Site Contarci {nfo:

Name: Same

Phone #:

Fax #:

Email:

Unit 2 Cummins {Z5K'W / Serial # A130449684 - Epes

Unit 3 Generac 100IKW / Serial # 3002666019 - Engine One

Unit 4 Cummins BOOK'W / Serial # 0201716/001 - Golden Ave PS

Unit 5 Kohler 125KW / Serial # SGM324IMR - High Schoot PS

Unit § MTU 30KW / Serial # 95050602014 - River Rozd P§

Unit 7 Triton F10K'W / Serial # L050507 - OEM2

Unit 8 Magrum 105K'W / Serial # MX188629-1212 OEM1

Unit 9 Magnom 65K'W / Serial # 10861-0310 - OEM2

Uit 10 Kohler 20K'W / Serial # SGM32CGST - Washington H&L

Unit 131 Cymmins 20KW / Seriz] # 9938154 - Secaucus Road Gate

Unit 12 Generac 275K'W / Serial # 99381154 - Library

tnit 13 Rudox 220K'W / Serial # D99G205777 - Bom Sireet PS

Unit 14 Generac 30KW / Serial # RGD48 - Engine 3

l




1 Major & 1 Minor PM Service Per Uni{

Page 10f3

The duration of this Agreement is for 1 year upon acceptance by both parties. Cancellation of this Agreement wil
require 30 days written notice by either party. A signed copy of your Agreement will be provided to you.

Terms available pending credit approval; otherwise payment due at time of signing agreement.

This Agreement consists of, and is timited to performing the services listed on Modern Group Power Systems Planned
Maintenance Scope of Work.

A7 Planned Maintenance work fs based on rates for normal working hours of 8:00 am to 4:38 pm, Monday through Friday.
Labaor or parts 1ot covered under this agreement will be subject to our regular existing rates unless otherwise specified.

The charges for our service INCLUBE ENGINE OIL: & OIL FILYER as required and/or per mannfacturers
recommendations.

TOTAL NUMBER OF PLANNED MAINTENANCE INSPECTIONS PER YEAR
MAJOR: H MINOR: 1

Total Visits 2

TOTAL FOR ALL SCHEDULED VISITS......(Tax Not Included-See Page3)......§ $10,5060.00

Modern Group Power Systems will not be held liable for damages to the equipment or property as a result of equipment
failure caused by any but not limited fo the following circumstances.
+ Improper or imanthorized operation.
Normal wear and tear or damage dus to overloading.
Yandalism, theft or acts of a third parly.
Act of nature.
- Failure io perfonn services due o labor disputes, material shortages or for any other
cause beyond the control of Modern Group Power Systems,
All iters in this Maintenance Agreement have been approved and accepted by:

Signeture of Modera Group Representative Customer Signeture

Print Name Custamer Print Mame

Dt Date




S L _":':-h_.'_- LT aE QIDUI’ ham R-Oa'd
o7 Bristol, Pas 19007

Page2of3
e
wiw,mederngriaup.cmn Date: Januaw 10' 2020
25C1 Durham Rd Cust #:

Bristol PA, 15007
Phone: 800-404-7291
Fax; 866-209-7154

Town of Secaucus

42073 Paterson Plank Road

Secaucus, NJ 07094

Attn: Generator PM Agreement - Randy Morris

Planned Maintenance Agreement $10,500.00

Tax EXEMPT EXEMPT

TOTAL

W payrient Information {Mastbefilisd ouf)

S Wi Estaplishes

i e

Purchase Orderd Pay as you ge {invoice}

PO’'s must accompany agreement
Bifl Fuil Contract

= Baying by check or credit card fill out section below. (Bill Full Contract}

Check: Check # { All cheeks must have Cust. #}
Credit Card; Visa Discover MasterCard American Express
Card Holder Name:

Billing Address:

City, State, Zip;

Credit Card Number:

Exp. Date; Security Code:




Upon signing of the maintenance agreement, please remit payment information for the services ahove
and refuin with your contract.
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www.moderngroup.com

Major PM Scheduled Maintenanee Program Services

1. Engine Lubrication Systent - A complete check of the engine lubrication system. Chenge engine
oil fluid and filter.

2. Cooling System — Check of the complete cooling systern, Will recommend changing coolant &
filters when epplicable per Generac specifications. Additive levels checked and maintained in
Driese] engines.

3, Fuel System — Complete fusl system check with fuel filier replacement.

4, Starting System — Complete check of starting system including engine battery, starter, cables,
and charger outputé.

5, Air Systen— Complete check of air intake and exhaust system including associated Jouvers. Air
cleaner inspected and cleaned. Will recommend changing filter as per Generac specifications.

6. Exhaust System — Cormplete exhaust and muffler system check for leaks and proper operation.

7. Aunxiliary Engine Components — Check all engine systems such as turbochargers, governors,
and heaters.

8. Generator Componenis & Operation — Complete check of all generator componenis for proper
operation including controls, circnit breakers, as well as fuel, coolant, and oil systems. Check all
control panel operations and shutdown systems. Load test system during annual visit upon
request (additional charges apply).

9. Amtomatic Transfer Switch (ATS) — Complete check of the automatic transfer switch in terms of
conmections, sequencing, Himing, charging, exercising, and positive start/stop.

10. Disposal — Proper disposal of all waste produets used during the SM service in accordance with
EPA/DE?P guidelines.

11. SM Checklist - Provide completed written checklist for services performed and recommended.




DEPARTMENT

TOWN OF SECAUCUS

SOLICITATION OF QUOTATION RECORD FORM

L X

ITEM OR SERVICE __ aimatarar? /7 g TOWgnes

Verbal Quotes for Less Than $6,000.00
Writlen/Formal Quotes $6,000.00 but less than $40,000.00 - Quotes Attached
{Quotes aver $17,500.00 must contact the GPA)

! o oz

DATE CALLED:

VENDOR: (T i £ Event (- Ludax /’

ADDRESS/PHONE: S5 E' [ron)” f4ve - v 20f = L3N

S AaiHar Ly Y. ¢ 7073

PRICE: & / 0 A28 (S

DATE CALLED: / // 4 /20' 28 _ _

VENDOR: Ll o) Gitoey? fosvere SsdZm |

ADDRESS/PHONE: 2S00 _Puwespem . | v Soo-Gof- 225/
st/ fH (7007

PRICE: ffjf’a sg0 &

DATE CALLED: I / 2 /}law -

VENDOR: 57?2%/7"7{ 57’ glrsspd Wﬁm ot 7

ADDRESS/PRONE: / so Lk, /7 J;:Ab‘% P PO )~ AEF S ECO
Lopls /7, ,Q

PRICE: A/ éj 7L

Recommended Vendor ,_CW»’E’# \é’{'f{?/fl G‘C— /&ﬂﬁfv 5 Cost: é/ ?/ ’7{?(5} Z

Carnments:
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...............



Town of Secaucus Generators 2020

10.

11.

12.

13.

14.

Town Hall 1203 Patterson Plank Road Kato 125KW NG Serial # 76492 CAT
3306 Serial # 66528213
Epos 150 Plaza Center Road Cummins Diesel 125KW 3 phase DSGAB 1220375
Serial # A130449684  Cummins Q5B7 {disconnected)
Engine One 150 Plaza Center Road Generac 100KW NG Serial # 3002666019

Ford 10 Cylinder

Golden Avenue Pump Station  End of Golden Avenue  Cummins 800 KW D Serial #
0201716/001 Modal #: SAAGD170ER Serial 4 313326

High Schoot Pump Station 11 Mili Ridpe Road Kohler 125KW NG Serial # SGM324MR
John Deere 4045HF285 Serial # 2654F

River Road Pump Station End of river Road MTU 30KW NG Serial # 95080602014
lohn Deere 3029TF150 Serial # CD30291268552

QEM 2 {makhkile} 325 Centre Avenue Triton 110KW D Serial # LOS0507 Jehn Deere
6068HF285KL

OEM #1 {mobile) 1377 Patterson Plank Road Magnum 100 - 105KW D Serial # MX
188629-1212 lohn Deers 4024HI285 Serial # 954045L2309§0

CEM #2 {Mohile} 1377 Patterson Plank Road Magnum 75 - 65KW D Serial # 10861-
0310 John Deere 4024HF285 Serial # PEA0451119304 Battery Date: 8/17

\NaéhingtOn Hook and tadder 2725 County Avenue Kohler 40KW NG Serial
S6M32CGeT GM Vortec

Secaucus Road Gate  Secaucus Rd. near Meadowlands Pkwy. Cummins 20KW NG
Serial # 3938154 Kubota V2203 Serlal # 05G120% Battery Date: 6/17

tibrary 1379 Patterson Plank Road Generac Z75KW NG Serial # 95381154
Mitsubishi {2017)

Born Street Pump Station End of Born St Rudox 220KW NG Serial # DS90805777
Mitsubishi 6D22TC

Engine 3 146 Centre Avenue Generac 3OKW NG Protector G5 Series Model RG048
{2017} '



Resoclution No.

TOWN OF SECAUCUS
COUNTY OF HUDSON, STATE OF NEW JERSEY

A RESOLUTION ON BEHALF OF THE TOWN OF SECAUCUS AUTHORIZING
THE AWARD OF A CONTRACT FOR NFPA TESTING OF THE APPARATUS
AND EQUIPMENT OF THE SECAUCUS VOLUNTEER FIRE DEPARTMENT

TO FAIL SAFE TESTING

WHEREAS, the Town of Secaucus Volunteer Fire Department has a need for annual NFPA
testing for various fire apparatus and equipment including fire hose, aerial ladder, fire pump and ladder
performance testing in the interest of safety; and

WHEREAS, the Town of Secaucus Fire Department has obtained three (3) quotes for these
services; and

WHEREAS, Fail Safe Testing of 300 Craig Road, Suite 209, Manalapan, New Jersey has
submitted a quote, that was presented to the Qualified Purchasing Agent, providing for the above-named
services for a contract price of Eight Thousand Four Hundred Seventeen Dollars and 67/100 ($8,417.67);
and

WHEREAS, Fail Safe Testing was the lowest responsible quote; and

WHEREAS, the Chief Financial Officer has determined that sufficient funds to award this
contract are available under line item 01-2010-00-21302-2% © €4

NOW THEREFORE, BE IT RESOLVED, that the Mayor and Council for the Town of
Secaucus, County of Hudson, State of New Jersey award the contract for NFPA Testing of the Apparatus
and Equipment of the Secaucus Volunteer Fire Department to Fail Safe Testing at an amount not o exceed
Eight Thousand Four Hundred Seventeen Dollars and 67/100 (88,417.67) for a one (1) year ferm,
beginning on February 10, 2020; and

BE IT FURTHER RESO’LVED, that Fail Safe Testing shall provide any and all compliance
information requested by the Town of Secaucus Office of Purchasing; and

BE IT FURTHER RESOLVED, that the Mavor, Town Administrator, or their designee are
hereby authorized to execute any documents regarding the awarding of the contract with Fail Safe Testing
for NFPA Testing of the Apparatus and Equipment of the Secaucus Volunteer Fire Deparfment as
described herein; and '

BE IT FURTHER RESOLVED, that the Mayor, Town Administrator, or their designee are
hereby authorized to take any action necessary to etfectuate the spirit and purpose of this resolution.

Adopted: February 11, 2020



1, Michael Marra, Town Clerk of the Town of
Secauncus, County of Hudson, do hereby certify that

the above is a true copy of a resolution approved by the
Mayor and Council on February 11, 2620.

Town Clerk Mayor
Motion: Yes Ne Abstain Absnt
Second:

Councilman Costaniny

Conneilman Melleever

Cruneilman Clancy

Councilman Dehnert

Crunciliman Ferbasio

Counecilwoman Tringaii

Mayor Gosnell

. Sheeral Nagpai, Treasuter of the Town of Secaucus,

da hereby cerrify that funds are available in accordance

with the Local Budget Law NISA 40A:4-1 In

Account Number:

©f 2¢10._ 00 24302067 )

Amount §_ S Y1 F - & F Date _% 7 20(5]
it adgd ARl

Sheetat Nagpal &




Fail Safe Testing

300 Craig Road

Suite 209

Manalapan, N1 67726 US

Phone: (888] 319-.3252
Fax: (782) 656-0110
billing@failsafeusa.com

Bill To:

Secaucus Fire Department
1203 Patersonh Plank Rd.
Secaucus, New lersey 07094
Chief Carl Leppin

Ship To:
Secaucus Fire Depariment

1263 Paterson Plank Rd.
Secaucus, New Jersey 07093

QUOTE

Fire Hosea, Put

CGuote Number: 40014759
Quote Date: 01/01/2020
Expiration Date: 12/31/2020
P.0. Number;

Contact:

Joe Schoendorf

Deputy Chief

Phone; {201} 681-8312

Mohile: {S51) 655-4B57

Email: jscthoendurf@secaucus.net

Customer will be charged, and final price adjusted based upon the octual equipment
quantity/lengths being tested

mp, & Ladder Testing

Fire Pump Test <= 1500 GPM Annual fire pump
performance testing as per NFPA 1911 {less than or
aqual ta 1500 GPM)

$225.00

$450.00

Fire Pump Test > 1500 GPM Annua! fire pump
nerformance testing as per NFPA 1911 {greater than
1500 GPM)

$250.00

$1,250.00

Heat Sensor Label Heat sensor for ground/aerial
ladder

$2.50

$125.00

Aerial Ladder Test Annual aerial ladder testing as per
NFPA 1911 {Non NDT) {Heat Sensors separate line item
if required)

S6G0.00

$600.00

Ladder Test Annual ground ladder testing as per NEPA
1932-2015 (Heat Sensors are a separate line item if
required}

$38.00

$1,178.00

It is expressly understood that Fail Safe Testing {FST] shall not be liable or accountable under any guarantees or
wartranties, either express or imglied, statutory by operation of law, or otherwise relative to the use of any testing
eguipment after date of inspection, Furthermore, FST will not ke held liable or accountabie for any plece of
equipment that fails durlng testing. By sighing you acknowledge all terms and conditions.



Fire Hose Test Annual fire hose testing as per NFPA

1962 $0.21 . $4,814.67

To Schedule Service, Sign Below and Return to Fail Safe Promptly via Fax, Mail, or Email
Signature: Title: Date:

it is expressly understood that Fail Safe Testing {FST) shall not be liable or accountable under any guarantees o
warranties, either express or implied, statutory by operation of law, or otherwise relative to the use of any testing
equipment after date of Inspection. Furthermare, £ST will not be heid iiable or accountable for any piece of
eguipment that fails during testing. By signing you atknowledge all terrs and conditions.



“Fire Hose, Pup Ladder Testing

306 Craig Road, Suite 209, Manalapan Ni, 07726
Phane: {888) 319-3252 Fax: (732) 656-0110
info@failsafeusa.com www.fallsafeusa.com

Fire Hose & Appliance/Nozzle Testing
Customer will be responsible to secure water supply and will bear any asscclated cost.
Customer will be responsible to have a driver available on day of testing.
Customer wilt be responsible to provide a fiat, clean, paved testing area ~306ft x 401t.
Customer will be responsible to provide a pump and operator for nozile testing.
lob Description:

¢ Testall hose, appliance, and nozzles {charged separately} ta NFPA 1962 (hose 1987 and older and
LDH hose without locks will be tested unless otherwise requested by the customer. Not
responsible for general maintenance such as coupling tightening}

*  Provide complete computerized report

» Unpack and repack all hose beds/racks

* Ink stenciled number system on each length or item

s Replace gaskets as needed

= Yearly color code provided one each length oritemn

=  Apparatus inventory report

+  Tagall failures out of service

Ground tadder & Aerial Testing
Customer will be responsible to secure water supply for horizontal bend test and bear any cost.
Customer wiil be responsible to have a driver available on day of testing.

job Description:

= Test all ground ladders ta NFPA 1932, Test all aerials to NFPA 1511

=  Pravide complete computerized report

»  Return all ground ladders to epparatus or firehouse

s Place identification number/inspection sticker on each ground ladder/aerial tested
Yearly color code provided on each ground ladder tested
Tag al fatlures out of service
Apply customer or Fall Safe supplied heat sensor labels, Heat senser kabels provided by Fail Safe
wilt be charged to customer at 52.50 each

* * 0w

Pump Testing

Customer will be responsikle to provide a flat [evel surface and & means to fill a drafiing tank.
Customer will be respensible to have a driver available on day of testing.
Job Description:
» Testall fire pumps ta NFPA 1911
* Provide complete computerized report
s  Place inspection sticker on each pump tested

*+pH job are subject to additional eancellation fee without 48hrs advance notice**
*#A] retest requests due to fallure or out of service equipment will incur additional costs*™*

It is exprassiy understood that Fail Safe Testing {FST) shalt not be fiable or accountable under any guarantees or
warranties, either express or lnplisd, statutory by operation of law, or otherwise relative to tha use of any testing
eguipment after date of Inspection. Furthermore, FST will not be held liable or accountabie for any piece of
equipment that fails during testing. By signing you atknowledge all terms and conditions.



“Fire Hose, Pump, & Ladder Testing

Customer Information Form

Please scan back to info@failsafeusa.com or fax back to 732-656-0110
if you would like to complete this form online, please dlick on the following link:
Click here to update information

Fire Department

Fire Department: Secaucus Fire Bepartment

FH Physical Address:

FH Phone: {201} 330-2060 | FH Fax: | EH Door Code:
Main Contact

Name: Joe Schoendorf | Title: Deputy Chief

Cell: {551) 655-4857 Home: | Work:

Email: jschoendof@secaucus.net

Invaicing and Mailing

Attention report to: Carl Leppin i Title: Chief

Yes, please email the report to: deppin@secaucus.net

Yas, please mail the report ta: 1203 Paterson Plank Rd., Secaucus, New Jersey 07094

Attentian inveice ta: Chief Car] Leppin | Title: cleprin@secaucus.net

Yes, please email the invoice to; cleppin@secaucus.net

Yes, please mail the invoice to: 1203 Patersan Plank Rd., Secaucus, New Jersey 07094

Purchase Order & {if available):

Will you have new hose this year? What is the estimated footage?
Will you have any new apparatus this year? How many?
Wili vou be interested in testing the following?

Ground Ladders?

Hard Suction Hoses?

Appliances?

Nozzles?

Pumps {available in select argas}

Comments/Special Requests:

It is expressly understood that Fail Safe Testing {FST} shaif not be liable or accountable under any guarantees or
warranties, either express or implied, statutory by operation of law, or otherwise relative to the use of any testing
equipment after date of inspection. Furthermore, FST will nat be held Hable or accountatie for any piece of
equipment that fails during testing.




' M'STRAS | Seryices

. Asset Protection Selutipns | Division

P: [740} 788-7188 - £: {740} 788-9187 1 1480 James Parkway + Heaoth, OH 43056 | www, misfrasgraup.com

£30 VA0 2012

Quoted#b80-2020-1-9-6
Jahuary 9, 2020

Deputy Chief Joe Schaendorf
Secaucus Fire Depariment
Secaucus, NJ 07094

Subject: 2020 Quotation for Apparatus and Testing
Dear Chief:

Thank you for contacting FireOne regarding your 2020 fire hose, aerial device, ground ladder and
apparatus fire pump testing. We are pleased to inform you that FireOne has recently joined the Mistras
Group and the Mistras Group appreciates the opporiunity to submit this quatation to you. Mistras Group is
an 1SO 17020 accredited organization for apparatus and equipment testing as called for in NFPA 1911.

For 2020, aerial devices are tested for $800 per device, including non-destructive testing and
hydeautic oil analysis. Aerial device testing follows NFPA Standard 1811, Standard for the
Inspection, Maintenance, Testing, and Retirement of In-Service Automotive Fire Apparatus,
2017 Edition, Chapter 22. All welds on aerials must be free of dirt, grease, oil, paint, lint, rust or
other extraneous matier that would interfere with the examination. -

Ground ladders are tested with the aerial devices for $2.20 per foot and includes inspecting and
testing per the manufacturer’s instructions and NFPA 1032, Standard on Use, Maintenance, and
Service Testing of In-Service Fire Department Ground Ladders, 2015 Edition. Qur price
includes heat sensor and hazard labels applied as needed.

Fire hose is tested for 23 cents per foot regardless of diameter, and includes alt hose removed, tested
using our hydrostatic test machines, labeled and re-packed on your apparatus. A detailed report is then
prepared. All work follows NFPA hose standards including NFPA 1962, Standard for the Care, {/se,
inspection, Service Testing, and Replacement of Fire Hose, Couplings, Nozzles, and Fire Hose
Appliances, 2018 Edition. FireOne technicians do all of the work.

Apparatus fire pumps are tested in your fire station parking lot using our portable pump test system for
$300 per pump test. Testing follows NFPA Standard 1911, Standard for the Inspection, Maintenance,
Testing, and Retirement of In-Service Emergency Vehicles, 2017 Edition, Chapter 21. Detafled reports are
prepared with the results of ail testing.

Delays and/or stand-by time which causes time over and above the originally quoted job after personnel
and equipment has arrived on site, not atiributed to Mistras Group, will be inveiced at $85.00/hr. Partial
inspections will alsc be billed at $95.00/hr.

Asset Protection Solutions



Serfir:,es EACCREN-! gﬁi
Hivision 50 1701&20:2

QMISTRAS

A Asset Protection Solutigns

B: (740) 7B8-2188 = £: {740} 788-9189 | 1480 james Parkway « Heath, OH 43056 | www.mishasgroup.com

Beputy Chief Joe Schoendorf
Secaucus Fire Department
January 9, 2020

Page 2

Upon acceptance of this quote please supply a purchase order with an invoice address. This will allow
Mistras to complete the necessary paperwork for completing your work.

Thank you for giving the Mistras Group the opportunity to be of service to you‘r fira department

Sincerely,
Jim Hebler
Operations Manager Customer Name:
Transportation Services Division Acceptance Signature:
Mistras Group, Inc, Signature Date:

Asset Protection Sofations



M IS ' RAS Services [xcEhepTTED)
L . R CERTVACATER AL
/. Asset Protection Soiutiens | Division 156 190202087

P: {740] 789-9188 « F: (740] 788-9189 | 1480 James Parkway e Healh, OH 43056 | www.misfrasgroup.com

TERMS and CONDITIONS

l. Purehase orders, changs orders, verbal urders, Iutters of inteat, verbal or wiitten insinsctions to proceed efz., pertaining to writien quotations ar
verbal offers for the supply of teshnical personnet, equipment, materials, and assncinted services are zccepted by Mistras Inspection & Engineering Services,
Inc. #MG™), its officers, qualified representatives and employees, subject to MG's standard conditions as set forth herein. Any interim good-faith action
by MG in support of anty request by 2 purchaser must not be construed to imply MG’s infention to accept or accsptance of any purchaser's standard terms
and conditions of order/contract, of their modifications and ravisions, where thess depart from o exceed M{s standard conditions.

2. Purchaser must indicate the scope of work, inchxding:

] As to inspection Services, the method(s) of inspection (Le., radiography, ultmsonic examination, Teagnetio particle examination,
visible and finorescen: liquid examination, tank inspection and engincering services}, However, MG will use reasonable efforts to assist in the selection of
stsch tnethod{s) and to locate or measure discontinuitics or chemeteristics of the type, which nenmally can be located or measured.

MG equipment js fitted with staadard electrical plugs of hase and pipefisings. In the event MG standard utiity fittings do not comply with local requirsments
ar speeial customer reguiations, it will be fhe responsibility of the customer to pipe, plumb, Wwire, or othervise medify any installation or equiy it. in
addition, when this bas been completed MG reserves the right to zceept or seject the safety of such modificatons and will accept no responsibility for any
niping, wiring, or ofher wulility connections performed by others.

MG will uss its best efforts to provide efficient squipment, suitably tested and precommissioned prioe to eash operation periad, togsther wilk & competent
operations staff. MG witl use its best efforts ta conduct each service within the tite fimits set by the purchaser.

Purchaser shall, before commencement of any woik, and without cest to MG remaove or make safe any conditions at the job sitc or on the workplace which
prosent a safety hazard to workess or equipment, including, but nai lintited to, electric wives, fimmes, smoke, fammable louids or geses, fumes, steam,
poisuns, asbestos, hazardous or toxic chemicals, and hazands from other contrectors working above, bofow, or adjecent to the M work area.

Purchaser shall supply adequate scaffolding, lighting, and handling faciliies at vach work acea.

Tipen completion of the work, purcheser shafl insure that lines or vessels are free of foreign materials to its own satisfaction.

I purchaser Fails to perform any of the feregoing, i; shatl indemnify, deferd, and kold MG harmless for any damages of any type whatsosver which rasult.
MG will endeavor to use its besl raasonable efforts to avaid damage to the item(s} to be inspected andfor heated, but MG shall not be responsible for any
damages of any type whatseever, direct or indirect, conscquentiai ar otherwise, rwsulting from much inspection or heat spplieation.

3 MG neither zccepts nor assumes any responsibility or liability for damages or delays resulting from any purchaser provided comporent
malfunction; filure of puschazer provided equipment, intermuptions or fregrularities fa purcheser provided eleetrical current, or other ivrogularities or failures
occuering as & result of purchaser pravided services, the failure or default of purchaser or ey purcheser of any confractor or supplier thereto fo fuznish
equipment or material or to do work as agreed upen with MG; action or inaclion of any gevernment agency baving or claiming jurisdictions; strike or
lozkoot of warkers; eccident; war, action of mobs or public enemy; any act of lawlessness interrupting work or destroying or injuring the material therefore;
act of God: or iuclement weather,

All zosts ineluding overheads and profit thereon incurred by MG on acvount of delay or inferruption of its work by act or omission on part of purchaser, or
any party acting for or on behaif of purehassr, or by ot ar inaction of governmental or regulatary agency will be for the account of purchaser,

4. MG MAKES NO REPRESENTATIONS OR WARRANTIES, EXPRESS OR BMPLIED, OF ANY KIND WHATSOEVER, INCLUDBG
REPRESENTATIONS OR WARRANTIES OF MERCHANTABILITY OR FITNESS FOR ANY PARTICULAR PURPQSE, GTHER THAN SET
FORTH HEREIN.

5. If & Warmanty of Performance is offered by MG for any service the details of such Warranty of Pecformance shall be found in Aftachment A
titled, “Warranty of Performance.™

6. The fotiowing takes preceden! over and supsycedes any other provision, apreement or understanding to the cantrary, in that, notwithstanding any
gther provision, agreement or undersianding between purchaser and MG to the contrary:

{0 Consequential Damages: under no circumstance and undsr no theory of faw, whether contract, quasi-contract, strict liability, warranty, indemnity,
tort (ineloding Lhe sole or concurrent neglipeace), fault or any other theory of law ur causs of action, shall M{G or its nsurers, guarantors, officers, or
employees (collectively MG) be Hable to purchascr or its cusfomens for consequential darnages, loss of revenue, loss of profit, loss of use of capital,
production delays, foss of product, delays in delivery, removal aad reinstaflation costs, reservoir loss or damage, dovwntime of Racitilies or ather downtime,
or demape, or loss resulting from any damage or loss, or indireet or cansequential loss or damage, however and whenever arising under any agreement or
understanding with purchaser or 2s & result of or i connaction with the work undertalen by MG for purchaser or on its behalf, and whether based on
negligence, whether soje or concumrent or golive ur passive, or breach of waranty, breach of contract or otherwise, and regardiess whether such cizim, or
the basis thereof, is sonsidered as 2 consequentisl damage or otherwise; and

(i} Cap: the ondy expesures, losses, risks, clafing, coonterciaims, ohligations and liabititics, of any ind or nature whatsacyer, to which MG can be
and is herein subject to under, arising from or in connection with any and all services or work performed by MG for purchaser or on purchaser’s behalf,
ineluding but not limited to, any and alf related damages, losses, ilnesses or injuries or deaths sustained o inswrred by purchaser, its customers ot other
Contractors, or the officess, diteetors, employees and insurers of any of them, shatl be and shall ooty be those dicectly and solely sausesd by MG and only
to the extent so caused, and in any evenk, in the aporegate shall not, under any circumstances, exceed, one and one-half times all moneys peidioMGasa
result of sueh works to the extent of any and all other expospres, tasses, claims, counterclaims, risks and labilities, end any and all rhitcd thisd puity
damages, losses, fllnesses or injuries or deaths, purchaser, by awarding such wark to MG, dets hersby agres © defend, indemnify snd hold harmless MG.
7. Payment shell be made in finds current 8t par, as specified in MG'S proposal without cost to MG for collectipn. Purchuser agrees to pay
reasonshle attormey’s fees and costs incutred by MQ in the coliection of any funds due MG afier the date upon which payment is duz.

8 Unless otlerwise stated in MG’s proposal all snles taxes, vse taxes, gross receipts texes, value added taxes, and other taxes imposed on MG or puschaser
with respect o the cquipment, matarials, or services fimnished under these contrachual conditions will be for the acenunt of purchaser and will be invoiced
as additions to the prive quoted in MG's proposal.

9. Title io reparts, film and other items does not transfer untit firll payment by Purchaser is received by MG. Nothing set Forth heroin shall be sonstrued
a3 sonfeming by implication, estoppels or cthenwise any license under any existing or later itsued copynight, trademark andfor patent.

10, No term, condition or provision set forth herein shali be desmad waived by MG or any breach hereof sxcused by MG unless such waiver or excuse
he in writing signed by an authorized representative of MG. No conseat by MG or waiver of any breach of purchaser shali constittte = consent to, waiver
of, or excuss for any olher subszquent breach of aay type whatsosver by purchaser,

11 The vonstntion and pzcformance of conditions set forth hersin, a3 well 85 any other agreement between purchaser and MG, shall be governed by
the laws of the stie i which such work is performed withnul regard to principles of conflicts of faw.

Asset Protection Solutions
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Azset Protection Solutions | Division 150 170262012

P: {740) 788-9188 « F: (740) 788-9187 { 1480 Jarnes Paikwoy = Heath, OH 43056 | www.misfrasgroup.com

12, Through and ircluding a pericd of six (6) menths following corpiction of any work by any employes of MU at any of Purchaser’s facititfes,
without the written consent of MG, Porchaser agrees to not, and shalf not permit avy subsidinry, effillate, contractor or subcontractor to, directly nor
indireeily hire or affer employment to any such cmployee of MG,

13. MG is responsible for the confidentiality of &)l information obtained or ercated dusing the performamce of inspection activities. MG shwd] infoms the
client, in advance, of the information it intends to place i the public domein. Except for information that the client makes publicly available, or when
agresd besween the inspection body and the client {e.g. for the purpose of responding to complzints), all other information is considered proprigtary
infonmation and shall be regarded as confidential.

H. WARRANTY OF PERFORMANCE

MG warrants that if any of i{s completed services are defeetive in that they cither fail to conform ta the requirements defined in the scope af
wark dacument or ave ast in accordance with soand and consistently applied Indusiry standards, or botlh, MG wik perform {(nt cost, with se
ntark up to the purchaser) sach corrective services as may he necessary to reinspeet any such defective services. The purchaser must hring
clujms for service ander this Warcanty to MIG's atfention in wriliog withia __ (oo greafer than 12) fhs from pletion of the scrvices; or,
frem campletion of the dscreet segmend, which faclides the services in guestion. MG shall not be responsible for corrective construction ar
repair work,

MG malies 0 ather warranty of any kind expressed or implied; and MG shall have no other liability to the purchaser for defective serviees,
whether caused by error, omission, regligence or otherwise.

THE ABOVE UNDERTAKING IS IN LIEU OF ANY OTHER WARRANTY OF MATERIALS Gt WORRMANSHIP BY MG AND ALL EXPRESS
OR IMPLIED WARRANTIES INCLUDING ANY OF MERCHANTABILITY OR FITNESS FOR ANY PURPOSE ARE EXCLUDED. ALL
FAILINGS IN THE INSPECTION OR IIEAT TREATING WORK WHETHER OR NOT DUE T0 MG'S NEGLIGENCE, AND ALL CLAIMS
AGAINST MG RELATING TO FAILINGS IN SUCH WORK WHETHER ARISING IN CONTRACT, TORT (INCLUDING NEGLIGENCE}),
STRICT LIABILITY, PRODUCT LYABILITY OR UTHERWISE, EXCEFT AS PERMITTED ABOVE, IN THIS ATTACHMENT 4, ARE
SPECIFICALLY WAIVED AND RELEASED BY PURCHASER.

By virue of awarding this job or any Future jobs to MG it is understocd that the conditions stated above ara accepted.

I. PERIOD OF PERFORMANCE

This quote shall remain in effcet for (1) year from the date of bath paities acceptance below.

ACCEPTANCE AGREEMENT
Acceptance of this proposat can be infitated in onc of the following manmers,
&« Returming a signed copy of this quete.
* A purchase order referencing this quote number,
«  Any wrilten document of noties to proceed referencing fhis quote aumber.

Asset Protection Sclutions



FiraFlow Sarvicas Inc.
500 Campus Brive  Suite C
Mount Holly, NJ £8080

(609)-978-6472

ADDRESS

Secaucus Fre Departant
1377 Paterson Plank Boad
Secaucus, NJ 07024

DATE

ACTIVITY

Qry

RATE

AMOUNT

01/67/2020

01/07/2020

01/07/2020

01/07/2020

o1/07/2020

Asrial Ladder Testing

Annually Aeriat Test

Aerial test will consist of:

Visual Inspection of Aeral Device
Operational Test of Aerial Device
Functional Test of Aerial Device

Test will be performead by Aerial Test Company
Fire Pump Testing

Annually Fire Pump Testing

Perform on site pump testing per NFPA 1511

Ground Ladder Testing
Annually Ground Testing per Perform NFPA 1832

Ground Ladder Test-Price is PER LADDER

Special Note

#** 17 NEED TO BE REPLACE **

PRICE: § 3.00 per sticker

Heat sensor stickers for Ground Ladder par NFPA
Reguired:

* 4 Heat Sensor stickers for Main Section and Fly Section.

Hose Testing
Annually Fire Hose Testing
Perform fire hose Testing per NFPA 1962 standards

31

22,827

1,066.00

£50.00

45.00

0.00

2,000.00

1,780.00

1,395.00

0.00

4,814.67

If you need an Aerial Test please contact cur Sub-Contracter

Aerial Testing Company to receive FlreFlow customer pricing.

ATC - (800) 237-1197

Accepted By

Accepted Date

Failure i an NOT and Oplion,




st Stewart & Stevenson
Power Products LLC

January 7, 2020

Mr. Randy Morris

Town of Secaucus

1203 Paterson Plank Road
Secaucus, NF 07064

Ref. 1.G21893
;Acct#

Dear Mr. Morris:

Caterpillar
{(3}Cummins

(3)Generac

{2)Kohler

MTU Ounstte
{2)Magna

RUDOX

Triton

e ptieee S
FREEE BE

ATLANTIC POWER SYSTEMS SN | BYM 20slis

B

S/N 661328213
SN A130449684
S/N EQ56784996
S/N G261716/001
S/N 3002666019
S/N 3001489637
S/N 6938154

S/N SGM324]MR.
SN SGM32CGST
S/N 95090602014
S/N MX188629-1212
SN 710861-0310
SN DOS00STTT
S/N LO5007

We are pleased to offer this proposal for a (1) year service agreement for the above referenced power

systeins.

The service will be performed in accordance with the enclosed procedures and will include:

» {1} Level 2 Inspection with an oil, filfer change and lab analysis of oil, coolant and fuel
samples. To be performed during regnlar hours.
® {1} Level 3 Inspection. To be performed during regular hours.

Your cost for these services will be;

(1) Level 2 PM
{1 Level 3 PM

Above prices are based on work perfonned during normal business hours, unless otherwise specified, and do

$12,807.00
4,060,080
$16,867.00

act include any applicable sales taxes.

All waste fluids and filters will be removed and disposed of according to EPA regulations.

Stewart & Stevenson Power Products LLC — Atlantic Division
Atlantic Power Systems
180 Route 17 South, P.O. Box 950, Lodi, New Jersey 07644  Phone: (201) 989-5800 Fax: {201) 368-1071

www.atantirdda.com




Mr. Randy Morris
Town of Secavcus
Januacy 7, 2020

Page 2

As a Stewart & Stevenson maintenance customer, you will be given priority in respending to emergency
calls 24 hours a day, 7 days per week on 2 time and material basis.

Should this proposal meet with your approval, please issue a purchase order referencing LG21893 and retumn
it to my attention along with the signed agreement. Upon receipt of these documents we will schedule your
services. Please nofe that any Purchase Orders must be made ont 1o Stewart & Stevenson Power Products
LLC.

If you have any questions feel free to call me at 201-359-6891 or email me at d.scaliafZssss.com

Sincerely,

< h; o

Domenic Scalia
Industrial Service Sales Manager

DS/dh



Stewart & Stevenson
Power Producis LLTC |

Stewart & Stevenson Power Products L1L.C
SERVICE AGREEMENT

This Setvice Agreement (this “Agreement™) is epfered info on
Effective . 2020(the “Effective Date™), by and between Stewart & Stevenson ?ower Pmducts
LLC, a Delaware limited liability company with principal offices at 180 Route 17 South, Lodi, New Jersey
(“S&S-APS™ and Town of Secaucus , with principal offices at
1203 Paterson Plank Road. Secaucus, NJY 07094, (Customer)

Whereas, S&S- APS agrees to provide the services in accordance with the schedules atlached hereto
on Customer’s equipment listed on Schedule A (“Equipment™); and proposal LG21893.

NOW, THEREFORE, in consideration of the representations, warranties, covenants and agreemnents
contained in this Agreement, the parties agree as follows.

1. Term. This Agreement shall commence on the Effective Date and shall remain in effect for a period
ofons (1} year. The Agreement shall automatically renew for an additional (12) months, unless either party
provides thirty (30) days advance written notice of ils intention not to renew for an additional term.

2. Description of Work, S&S-APS will service and inspect Customer’s Equipment Semi-Annually.

The inspection of the Equipment shall be in accordance with the specifications set forth in the Preventive
Maintenance Service Procedures attached hereto as Schedule B,

3. Fayment Terms. Customer agrees to pay S&8-APS in accordance with the terms set forth below.

a. Allinvoices shall be due and payable, net 30 days, from the date of invoice. S&S-APS shall
deliver an invoice to Customer upon completion of each periodic inspection as set forth
herein.

b. Upon Customer’s request and authorization, S&S-APS will perform additional work, outside
the scope of this Agreement. Customer shall provide S&S-APS with a written purchase order
authorizing the requested work. Such work will be invoiced at the current rates for field
service work on a straight time, per hour, plus expenses basis. Any work requested to be
performed outside the normal business day or on weekends or holidays shall be invoiced at
the applicable rate plus expenses. Any parts, materials and supplies shall be billed at “Tleet
Prices”. Current [abor rates are set forth on Schedule C.

¢, S&S-APS may adjust its labor rates and “Fleet Prices™ due to increases in labor and materials.
All changes will be promptly communicated to Customer.

1, Insurance. S&S-APS shall carry general public liability insurance in the amount of $1,000,000 and
comply with worker’s compensation insurance requirements in accordance with applicable state law.

3, Reporting. S&S-APS wil report promptly ifs findings, any frouble conditions and recommendations
to Customer following the provision of services under this Agreement.



6. Limited Warranty. S&S-APS warrants that all work performed, and all parts supplied by S&S-APS
in connection with this Apresment shall be free from defects in materials and workmanship for six (6) months
from the dafe of completion. THE WARRANTIES PROVIDED HEREIN ARE THE ONLY
WARRANTIES APPLICABLE TO THE PRODUCTS, PARTS AND/OR SERVICES PROVIDED BY
S&S-APS. S&S-APS MAKES NO OTHER WARRANTIXS, EXFRESS, IMPLIED OR STATUTORY
AND SPECEKTCALLY DISCLAIMS ANY IMPLIED WARRANTIES OF MERCHANTABILITY OR
FITNESS TOR A PARTICULAR PURPOSE.

7. Limitation of Liability. Other than as provided for in this Agreement, S&S-APS shall have oo
liability for any repair findings, trouble conditions, and recommendations or for any failure fo recommend
repairs or modifications to the Equipment. Customer shall not be entitled o receive from S&S-APS any
reimbursement or payment whatsoever for loss of time, loss of convenience, loss of enticipated profits, loss of
the use of the Equipment purchased or for rental reinstallation costs incurred in conmection with the repair or
replacement of defective Equipment, or for any other incidental or consequential damages. S&S-APS
maximum liability for any claim by Customer shall not exceed the purchase price of the work on which the
claim is based.

8. Rermedy. The sole remedy to Customer under this Agreement for defects in materials and
workmanship shall be limited to providing, without charge, replacement materials and labor necessary to
correct any defects as a result of the mateqals and/or S&S-APS’s workananship. Customer ghall not

be entitled to any replacement materials or labor for conditions or damage resulting from: (i) misuse of the
Equipment; (ii) normal wear and tear; (iif} Customer or third party negligence; (iv) altsration of the
Equipment; (v) operation of the Equipment in excess of the Equipment manufacturer’s rated capacities or
outputs; (vi) impurities, fluctuations or foreign objects resulting from Customer or a third party connections fo
the Equipment; (vii} Customer accidents or lack of performance of normal standard maintenance services by
the Customer; (vitl) and damage due to repairs performed by Customer or third party other than S&S-APS
where, in the reasonable judgment of S&S-APS, adversely affected the Equipment’s performance and
relability.

9, Indemmification, Fold Haprmless, Customer hereby agrees to indemnify and kold harmless S&S-
APS, other than for S&S-APS’s gross negligence, from any and all claims, demands, liability, loss, damage or
expense, including aftorney’s fees, whether relating to injury to the Equipment, other property or persons,
which are as a direct or indirect result of S&S-APS’s performance of its obligations hereunder.

1k Termination. Either party has the right to terminate this Agreement if the other party breaches or is
in default of any material obligation of this Agreement. After the first inspection, either party may cancel this
Agreement, without penalty, by providing to the other party (30) days advance written notice of its intention to
cancel.

11. Miscellaneous Provisions.

a. Force Majeure. Neither party shall be responsible for delays or failures i performance
resuiting from acts beyond their control.  Such acts shall include, but not be limited to, acts of
God, strikes, lockouts, riots, acts of terrorism or war, epidemics, governmental regulations
superimposed after the fact, fire, commumnication line failures, power failures, earthquakes, or
other disasters.

b. ZIntire Agreement. This Agreement and all Schedules attached hereto constitute the entire
Agreement between S&S-APS and Customer and supersede all other prior Agreements,
representations, or discussions, whether oral or written.



IN WITNESS WHEREOF, the parties hereto executed this Agreement as of

Headings. All headings appearing in this Agreement are for convenience only and shati not
be construed as inferpretations of the texl of this Agrecment.

Notices. Any notices or other comumunications between the parties shall be sent to the
addresses given above by U.S. registered mail, retuen receipt requested. Such notices shall be
deemed received by the recipient if delivered to the recipient in person or by the U.S. mail
service. :

Severability. If any provisions of this Agreement are held to be invalid, such invalidity shall
not affect the other provisions of this Agreement,

No Waiver, No delay or failure of either party in exercising, in whole or part, a right under
this Agreement shall constitute 8 waiver of such right. All waivers must be in writing and
signed by the party waiving the right. Any waiver by either party shall be a specific, limited
waiver and shall not constifute a continving waiver.

Governing Law, This Agreement shall be governed and construed under the laws of the
State of New Jersey. Each party irrevocably submits to the exclusive jurisdiction of the state
and federal courts located i New Jersey.

Assipnment. Customer may not assign ifs rights hereunder without S&S-APS’s prior written
consent.

Stewart & Stevenson Power Products LLC Town of Secaucus
1.G21893

By: By:

Name: Domenic Scalia Name:

Title:  Industrial Service Sales Manager Tifle:




Schedale A

(Equipment)
Caterpilar ~ S/N 66028213
(3)YCummins SN A130449684
S/N E0507849%6
S/N 0201716/001
(3)Generac  S/N 3002666019
S/N 3001485637
S/N 9938154
(2)Kobhler S/N SGM324IMR .
S/N SGM32CG9T
MTU Onsite  $/N 35090602014
(2)Magna SN MX188625-1212
SN 710861-0310
RUDOX 8/N DO90905777
Triton SN LOS007



Schedule B
(Preventive Maintenance Service Procedures)



Schedute C
{Labor Rates)
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Power Products LLC

PREVENTIVE MAINTENANCE SERVICE PROCEDURES - LEVEL, 2

DIESEL ENGINE POWERED EMERGENCY GENERATOR SETS

1. ENGINE

a Lubnicafion Sysrent

1. Check oil level
a. Inspect for evidence of dilution or contamination
b. Top off as required **.
Visnal inspection of front and rear crankshaft scals and lubrication system
gasksts Tor jeaks.
Visual inspection of pipes and boses for leaks and condition.
Check and record oil pressure af operating temperate.
Draw lube oil sample for lab analysis.
Check for evidence of excessive crankcase pressure.
Oil and lube ol filter change (annual basis),

n

Nt e w

b. Fuel Sysiem

1. Visvally inspect flexible fuel lines for condition and leaks.
2. Check fuel for
a. Quantity,
b, Evidence of water or foreign substances.
Inspeet fuel supply from eungine to day tank for condition and security.
Drain water separator if applicable / necessary.
Inspect engine fuel lines, pump, and filters for leaks, condition and security.
Inspect and Jubricate govesnor actuator to rack and ball joints.
Primary and secondary filter change (annual basis).

N o AW

c. Alr System

1. Inspect air filters for condition and securily, tighten clamps and brackets as
required,*

2. Inspect turbo outlet hoses and pipes for condition and security, tighfen
clamps and brackets as required.®

3. Inspect and lubricate blower by-pass actuators and turbocharger waste-gate
linkage.

4. Inspect and lubricate air box damper operating mechanism,



5.

Service crankcase breathers and air box drains as required.®

'Cooli'n_g Syt

O e

7.
8.
9.
10,
1L

12,
13,

Check coolant level, top off as required. **

Check and record freeze protection.

Chermical test corrosion protection, add inbibitor a8 required. **

Pressure test to L5 pst and inspect for leaks.

Inspect fan shrouds, guards and brackets for condition and secority,
Inspect and iubricate idler and fan drive bearings. Check condition and
security of mounts, brackets and adjusters, tighten fasteners as required.®
Inspect radiator core for cleanliness, condition and security.

Inspect fan drive belt for condition and proper tension.

Inspect coolant hoses and pipes for condition and secuiity.

Check operation of intake and exbaust louvers if applicable.

Check operation of jacket water heater, control thermostats and ot pressure
disconnect contactor.

Check and record coolant temperature under operating conditions.

Draw a coclant samiple for lab analysis.

Exhaust Svelem

L.

2.
3.
4,

Inspect exhanst pipes and flexes where accessible for security and evidence
of leaks,

Inspect turbocharges clamps and brackets, Hghten as requived. ®

Inspect muffler supports for condition and security.

Operate condensate drains as applicable.

Elestrical System (Enging)

e e al a

Inspect starter cables, wire and connectors for condition and security.
Check and record starting battery float voltage.

Check electrolyte level (lead acid batteries).

Load test starting batteries for 15 seconds and tecord valtage.

Check charger for proper operation and outpnt.

Check batiery charging alternztor connections if applicable.

Yisually inspect on engine wiring connections for condition and security.,
Test/ prove all engine protective devices.



. GENERATOR

>

gl el

Visually inspect mounting bolts for security and condition.

Tnspect fastening bolts for drive flex.

Tnspect fan guard for condition and security.

Tospect air inlet sereen for cleanliness, condiion and security.

Inspect and hubricate hearing as required.®

Inspect mechanical connections for tightness, condition and secutity as
required.*

Electrical

Check and record no load and fisll load voltage.

Inspect exciter assembly, stator and field for cleanliness and physical
integnty.

Tnspect cable and. wire termination at genexator for condition and security.
Tnspect rotating rectifier and surge suppressor for condition, connection and
mounting integrity.

Tnspect end bell enclosure for cleanliness and device interference with
rotating assenblies,

Prove generator protective devices.

i, CONTROLS

R

Check operation of auto start and remote controls.

Check operation and AC and engine instruments.

Check operation of generator set associated indicators and lights,
Check and adjust system frequency and voliages as required.®
Check and adjust synchronized kilowatt and reactive load sharmg as
required.®

IV, RUNNING CHECKS

i

Start and run upit at no load and make appropriate entries on Atlantic Power
Systems log form.

Complete general walk around inspection.

Visually inspect for leaks.

Check for abnormal noise or vibration.



V. DEPARTURE CHECKS

Reset all controls to automatic.

Confirm cirenit breaker in correct position.
Confirm fuel valves are in the correct position.
Confirm battery charger is on.

Confirm day tank controls are on.

Confirm that lcaver controls ate on,

Confirm that jacket water heater is on.

S

* As required ~ 1. According to published manufactures' specification or recommendation.
- 2. Where not published according to sound practices.

** Top off flnids up to 1 gallon. Additicnal guantities at additional charge.
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PREVENTIVE MAINTENANCE SERVICE PROCEDURES -LEVEL 3

DIESEL ENGINE POWERED EMERGENCY GENERATOR SETS

2 _Lubric;ation Sv_stem_

1. Check oil level
a. Inspect for evidence of dilution or contamimation.
2. Visual inspection of front and rear crankshaft seals and lubrication system
paskets for leaks.
3. Visual inspection of pipes and hoses for leaks anc condition.
4. Check for evidence of excessive crankcase pressure.

1, Visually inspect flexible fuel lines for condition and leaks,

2. Inspect fuel supply from engine to day tank for condition and security.

3. Drain water separator if applicable / necessary.

4. Inspect engine fuel lines, pump, and filters for leaks, condition and security.
5. Inspect and lubricate governor actuator to rack and ball joints.

c Air Systern
1. Tnspect air filters for condition and secunity, ighten clamps and brackets 23
required.”
2. Inspect turbo outlet hoses and pipes for condition and security, tighten clamps
and brackets as reguired.*

d. Cooling System

Check coolant jevel.

Check and record freeze protection.

Chemical test cotrosion profection.

Inspect fan shrouds, guards and brackets for condition and security,
Inspect radiator cote for cleanliness, condition and security.
Inspect fan drive belt for condition and proper tension.

Inspect coolant hoses and pipes for condition and security.
Check operation of intake and exhaust louvers if applicable.

Check operation of jacket water heater.

L U A ol



e. Exhaust Systern

1. Inspect exhaust pipes and flexes where accessible for security and evidence of
leaks. Check for evidence of wet stacking

2. Inspect muffier supports for condition and security.

3. Operate condensate drains as applicable.

£ Electrical Sysiem (Engine)

Inspect starter cables, wire and connectors for condition and security.
Check and record starting battery float voliage.

Check electrolyte level (lead acid batteries).

Check charger for proper operation and outpat.

Check battery charging alternator cormections if applicable.

Visually inspect on engine wiring connections for condition and security..

I i

I GENERATOR
a. Mechanical

1. Visually inspect mounting bolts for security and condition.
2. Inspect fan guard for condition and secusity.
3. TInspect air inlet screen for cleanliness, condition and security..

1. Check operation of anto start and remote controls.

2. Check operation and AC and engine instruments.

3, Check operation of generator set associated indicators and lights.
4. Check and adjust as required® system frequency and voltages.

IV. RUNNING CHECKS

1. Stert and run unit at 5o load and make appropriate entries on Atlantic Power
Systems log form.

2. Complete general walk around inspection.

Visuaily inspect for leaks.

4. Check for abnormal noise or vibration.

L



V. DEPARTURE CHECES

Reset all contrals to automatic.

Coofirm circuit breaker in correct position.
Confirin foel valves are in the correct position.
Confirm battery charger is on.

Confitm day tark controls are on

Confum that Jouver controls are on.

Confirm that jacket water heater is on.

R

* As required - 1. According to published manufactires’ specification or recommendation.
- 2. Where niot published according to sound praciices.
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GENERATOR FIELD SERVICE RATES

EFFECTIVE 9%/1/19

*LABOR:

MONDAY -FRIDAY - 7:00AM -3:30PM
BEFORE 7:00 AM AND AFTER 3:30 PM

SATURDAY - 7:00 AM - 3:306PM
BEFORE 7:00 AM AND AFTER 3:30 PM

SUNDAY AND HOLIDAYS -~ ALL DAY

TRAVEL:

$3.00 Per mile plus folls,

*Labor ig charged pertal to porial.

$195.00 7/ Hour
$292.50 / Hour

$292.50/ Hour
$390,00 / Hour

$390.00 / Hour




Resohation No.

TOWN OF SECAUCUS
COUNTY OF HUDSON, STATE OF NEW JERSEY

A RESOLUTION ON BEHALF OF THE TOWN OF SECAUCUS EXTENDING THE
CONTRACT FOR HEAVY EQUIPMENT LEASING SERVICES TO HUGERICH
CONSTRUCTION, INC.

WHEREAS, the Secaucus Department of Public Works has a contimung need for the
provision of Heavy Equipment Leasing Services; and

WHEREAS, Hugerich Construction, Inc. was awarded a contract for Heavy Equipment
Leasing Services on February 13, 2018 per Resolution 2018-58 for a one (1) year peniod with {wo
(2) one (1) year options 1o renew; and

WHEREAS, Hugerich Construction, Inc. was awarded a contract extension for a one (1)
year period under Resolution 2019-30; and

WHEREAS, the Town of Secaucus wishes to extend the contract for an additional one (1)
year term, in accordance with Year 3 pricing of their original proposal; Said extension is the second
of two (2) one (1) vear optional renewals for this contract.

NOW, THEREFQORE, BE IT RESOLVED, by the Mayor and Council for the Town of
Secaucus, County of Hudson, State of New Jersey, to award a contract extension to Hugerich
Construction, Inc., to provide Heavy Equipment Leasing Services for a one (1) year period for an
amount not to exceed Seventy-Five Thousand Dollars ($75,000.00); and

BE IT FURTHER RESOLVED, that the attached Bid Proposal and Resolution shall
constitute the requisite contract in this matter for pricing per item, and will be kept on file with the
Town Clerk: and

BE IT FCRTHER RESOLVED, that Hugreich Construction Inc. shall provide any and
all updated compliance information requested by the Town of Secaucus’ Office of Purchasing,
which may include but is not imited to, proof of continued insurance coverage; and

BE IT FURTHER RESOLVED, that the Mayor and/or Town Administrator is hereby

authorized to execute any other documents or take any other necessary action to effectuate the
spirit and intent of this Resolution.

Adopted: February 11, 2020



1, Michael Marra, Town Clerk of the Town of
Secaucus, County of Hudson, do hereby certify that

the above is a true copy of a resolution approved by the
Mavor and Council on February 11, 2020.

Town Clerk Mayor
Motion: Yes Ho Abstain Absent
Secend:

Councitman Costanting

Councilmae MeKeever

Counsibman Clancy

Counciiman Delnert

Councilman Gerbasic

Couneilwomen Tringal

Mavor Gonnelll

I, Sheetal Nag!:al. Treasurer of the Town of Secaucus,
dq kereby certify that funds are availabie in accordance
with the Local Budget Law NISA 40A:4-] in

Account Number:
Of 72040 ~ 0~ /502~ F
Amoum $__ 5, £ = Date /7 | 20608

flicotaf wapped
Shectat Nagpai o7



RESOLUTION:

TOWN OF SECAUCUS
COUNTY OF HUDSON
STATE OF NEW JERSEY

BE IT RESOLVED, by the Mayor and Council of the Town of Secaucus,
Secaucus, County of Hudson, State of New Jersey, that pending the successfully
completion of background checks and physical examinations, the below persons
are hereby appointed as replacement regular part time Counselor positions for the
remainder of the 2019 / 2020 school year in the After-Care Programs
Department #81082 effective February 11%, 2020 as follows:

Counselors Rate
Suarez, Mia #5551 rehire (start 2/5/20) $11.00 / Hour
Abdullah, Mohammad (start 2/3/20) $11.00/ Hour

1, Michael Marra, Town Clerk of the Town of
Secaucus, County of Hudson, do hereby certify that
the above is a true copy of a resolution approved
by the Mayor and Council on Febrary 11, 2020.

Town C%erk Mayor

hatign: Yes No Abstain Absent

Second:

Councilman Costentinn

Councilman Mclleever

Couneilman Clancy

Counciiman Dehnert

Covncilmen Gerkasio

Councilwoman Trngsl

Mayor Gonnelli




RESOLUTION:

TOWN OF SECAUCUS
COUNTY OF HUDSON
STATE OF NEW JERSEY

BE IT RESOLVED, by the Mayor and Council of the Town of Secaucus, County
of Hudson, State of New Jersey, pursuant to the recommendation of Lisa Snedeker,
Director Sentor and Social Services, the below persons are hereby appointed to the
replacement part time positions in the Social Services Department (#74000)
effective February 11, 2020 as follows:

Tabasco, Janice (Cook) #5409 — start 2/18/20 $17.00 / Hour
Logan, James (Asst. Cook) - start 2/3/20 $12.00 / Hour
Phemsint, Nattirat (Clerk) — start 2/3/20 $11.00 / Hour
Logan, Sean (Clerk) rehire #5619 - start 2/3/20  $11.00 / Hour

t, Michae! Marra, Town Clerk of the Town of
Secaucus, County of Hudson, do hereby certify that
the above is a true copy of a resolution approved
by the Mayor and Council on February 11, 2020.

Town Clerk Mayor

hotion: Yesg No Abstain Absant

Second:

Coungilman Costanting

Councilman McXeever

Councilman Clancy

Councilman Behnert

Courciiman Gerbasia

Courciiwoman Fringall

Mayar Gonnalli




Resolution No.

TOWN OF SECAUCUS

COUNTY OF HUDSON, STATE OF NEW JERSEY

A RESOLUTION APPOINTING THE
PUBLIC AGENCY COMPLIANCE OFFICER (P.A.C.0.)

BE IT RESOLVED, by the Mayor and Council of the Town of Secaucus that Gary
Jeffas, Fsq. is hereby designated as the Public Agency Compliance Officer (P.A.C.O.) for the

Town of Secaucus.

1, Michael Marra, Town Clerk of the Town of
Secaucus, County of Hudson, do hereby certiy that
the above is a true copy of a resolution approved by the

Mayor and Council on February 11, 2620

Town Clerk Mayor
Metion: Yes No Abstain Absent
Seoond:

Coungilnan Costanting

Councilman MeXKeever

Coupciiman {laney

Couneilman Delwert

Councikman Gerbasio

Conncilwoman Tringali

Mayor Goaneli

February 11, 2020





